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STA. 5+48 LINE "W-1"
INSTALL:
1 - 8" 45° BEND STA. 8+17 LINE "W-1"

INSTALL:
1 - 8" 45° BEND

8" PVC WATER LINE "W-1"

STA. 13+91 LINE "W-1"
INSTALL:
1 - 8"x8" TEE
2 - 8" VALVES
1 - 8" DOUBLE DETECTOR
CHECK LOCATED IN
RISER ROOM.

FIRE

LINE "W-1" INSTALL 8"  WATER

STA. 14+46 LINE "W-1"
INSTALL:
1 - 8"x6" TEE
1 - 6" VALVE
1 - FIRE HYDRANT
1 - 8" VALVE

INSTALL:
2 - 8"x2" TEE
1 - 8" VALVE
2 - 2" DOUBLE CHECK
BACKFLOW PREVENTER
(TESTABLE)
2 - 2" IRR. METER
5' SEPARATION BETWEEN
DOUBLE CHECK AND
METER

STA. 15.+12 LINE
"W-1" INSTALL:
1 - 8" 45° BEND

STA. 1+42 LINE "W-2"=
STA. 0+00 LINE "W-1" =
STA. 17+73 LINE "W-1"
INSTALL:
1 - 8" x 8" TEE
2 - 8" VALVES

STA. 12+63 LINE "W-1"
INSTALL:
1 - 8" 45° BEND

STA. 8+67 LINE "W-1"
INSTALL:
1 - 8"x6" TEE
1 - 6" VALVE
1 - FIRE HYDRANT
1 - 8" VALVE

STA. 11+99 LINE "W-1"
INSTALL:
1 - 8"x6" TEE
1 - 6" VALVE
1 - FIRE HYDRANT
1 - 8" VALVE

STA.0+19 LINE "W-2"
INSTALL:
1 - 8" 45° BEND

STA. 0+00 LINE "W-2"
FIELD CONNECT TO
EXISTING 8" STUB OUT.
(EX. 8" VALVE)
INSTALL:
1 - 8" 45° BEND
1 - 8" 11 14° BEND

STA. 0+53 LINE "W-1"
INSTALL:
1 - 8" x 6" TEE
1 - 6" VALVE
1 - FIRE HYDRANT
1 - 8" VALVE

STA. 0+00 LINE "W-3"
FIELD CONNECT TO
EXISTING 8" STUB OUT.
(EX. 8" VALVE)

STA. 1+11 LINE "W-3"=
STA. 2+53 LINE "W-1"
INSTALL:
1 - 8" x 8" TEE
2 - 8" VALVE

STA. 8+76 LINE "W-1"
INSTALL:
1 - 8" 45° BEND

STA. 14+42 LINE "W-1"
INSTALL:
1 -8" x 3" TEE
1- 3" VALVE
1-3" METER AND
VAULT (DOM.)

ROUTE WATER UNDER STORM
STEEL ENCASE 18 LF OF WATER
INSTALL FLOWABLE FILL
BETWEEN BOTTOM
OF STORM AND TOP OF
ENCASMENT PIPE

STA. 16+89 LINE "W-1"
INSTALL:
1 - 8" 90° BEND

ROUTE WATER UNDER STORM
STEEL ENCASE 18 LF OF WATER
INSTALL FLOWABLE FILL
BETWEEN BOTTOM
OF STORM AND TOP OF
ENCASMENT PIPE

ROUTE WATER UNDER STORM
STEEL ENCASE 18 LF OF WATER
INSTALL FLOWABLE FILL
BETWEEN BOTTOM
OF STORM AND TOP OF
ENCASMENT PIPE

STA. 5+11 LINE "W-1"
INSTALL:
1 - 45° BEND

STA. 4+96 LINE "W-1"
INSTALL:
1 - 8"x6" TEE
1 - 6" VALVES
1 - FIRE HYDRANT
1 - 8" VALVE
1 - 2" DOUBLE CHECK
TESTABLE BACKFLOW
PREVENTER
1 - 2" IRR. METER
5' SEPARATION BETWEEN
DOUBLE CHECK AND
METER
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NOTE: THE CITY OF ROCKWALL CONSTRUCTION STANDARDS APPLY, WHETHER INDICATED ON THESE PLANS OR NOT.

ENGINEERING
GLENN

PHONE 972-717-5151 FAX 972-717-2176
            IRVING, TEXAS 750384500 FULLER DRIVE - SUITE 220

T.B.P.E. FIRM REGISTRATION NO. F - 303

The Contractor shall verify and be responsible for all dimensions. DO
NOT scale the drawing - any errors or omissions shall be reported to
Stantec without delay.
The Copyrights to all designs and drawings are the property of
Stantec. Reproduction or use for any purpose other than that
authorized by Stantec is forbidden.
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100%CD - For Bidding and Construction
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-  ASI #1 -CITY COMMENTS 2019.04.02RAH CMG
-  CITY COMMENTS 2019.04.30RAH CMG
-  RFI #16 2019.07.12RAH CMG

5 -  RFI #20 AND #21 2019.07.23RAH CMG
6    -  RFI #116 AND #117 2020.01.13RAH CMG
7    -  RFI #79 - PC 20 - REV 2020.03.13RAH CMG
8    -  RFI #40 2020.05.13RAH CMG

GENERAL WATER NOTES:

BENCHMARKS:
BENCHMARK #1:
SPK NAIL IN CENTER OF HUBBARD DRIVE .
N 6985121.0710  E 2586167.9530

ELEVATION=456.02
BENCHMARK #2:
3"  ALUMINUM DISK SET IN CONCRETE
N.W. CORNER OF LIFT STATION FENCE.
N 6988281.3710  E 2587591.4680

ELEVATION=524.55

1. WATER DISTRIBUTION SYSTEM MATERIAL AND CONSTRUCTION SHALL CONFORM TO THE CITY OF
ROCKWALL STANDARDS AND NCTCOG 4TH EDITION.

2. CONCRETE BLOCKING SHALL BE INSTALLED AT ALL BENDS, VALVES, AND FIRE HYDRANTS.
3. ALL MAINS SHALL BE BURIED A MINIMUM DEPTH OF 42" BELOW TOP OF ADJACENT CURB OR AS

DIRECTED BY THE ENGINEER.
4. WATER PIPE SHALL BE PVC CLASS 200, PVC C-900 (DR 14) FOR SIZES UNDER 16" DIA. WATER PIPE

SHALL BE PVC CLASS 235 (DR 18)PVC C-905 FOR SIZES 16" AND OVER IN DIA.
5. CONTRACTOR SHALL NOTIFY ALL UTILITY COMPANIES PRIOR TO COMMENCING CONSTRUCTION.

DAMAGE TO EXISTING UTILITIES SHALL BE REPAIRED AT CONTRACTOR'S EXPENSE.
6. ALL FIRE HYDRANTS SHALL CONFORM TO THE REQUIREMENTS OF THE CITY OF ROCKWALL.

CONTRACTOR SHALL NOTIFY ROCKWALL FIRE DEPARTMENT PRIOR TO  PLACING OF PIPE TO
ARRANGE FOR REQUIRED INSPECTIONS.  ALL FIRE HYDRANTS SHALL HAVE A MINIMUM CLEARANCE
OF 5 FEET FROM BACK OF CURB.

7. CONTRACTOR TO VERIFY LOCATION OF ALL EXISTING WATER VALVES PRIOR CONNECTION TO
EXISTING WATER SYSTEM.

8. INSTALL BLUE 3M EMS DISKS AT ALL TEES AND BENDS ON WATER LINES. REFERENCE VALVE
INSTALLATION DETAIL.

9. INSTALL BLUE EMS DISKS ON WATER LINE EVERY 250', BEND, VALVE, FIRE HYDRANT, AND
CONNECTION.
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